APPLICATION FOR VARIANCE

State Form 44400 (R7 / 10-13)
Approved by State Board of Accounts, 2013

INDIANA DEPARTMENT OF HOMELAND SECURITY
CODE SERVICES SECTION
302 West Washington Street, Room W246
Indianapolis, IN 46204-2739
hitp ffewrw. in govidhsifire/fp bs comm code/

INSTRUCTIONS: Please refer to the attached four (4) page instructions,

Aftach additional pages as needed to complefe this application.

Varlance number (Assigned by department)

;"(%7,(::’;}'/_7

1. APPLICANT iNFORMATION (Person who would be in violation if variance is not granted; usuafly this is the owner)
Title

Name of applicant

The Beach Tiki Bar & Grill, Inc

Name of organization

Telephone numbar

(812) 663-5554

Address (number and street, city, state, and ZIP code)
107 North Broadway Street, Greensburg, Indiana 47240

Name of applicant

Louis Caperone

2. PERSON SUBMITTING APPLICATION ON BEHALF OF THE APPLICANT {If not submitted by the applicant)

Title

President

Name of erganization

The Beach Tiki Bar & Grill, Inc

Telephone number

(812) 663-5554

Address (number and streetl, city, stete, and ZIP code)

109 North Broadway Strest, Greensburg, Indiana 47240

3. DESIGN PROFESSIONAL OF RECORD ¢If applicable)
Name of design professional

Spence

James A. Fritsch, Professional Architect & also RLS Cansulting LLC, Rick

License number

IN - AROO900082

Name of organization

Telephone number

( )

Address (number and street, city, state, and ZIP code)

Batesville, Indiana
4. PROJECT IDENTIFICATION
Name of project

Remodeling, Beach Bar Restaurant

State project number

365655

County
Decatur

Addrass of site (number and streef, city, state, and ZIP code)

Type of project
[ New ] Addition B Alteration

L] Change of occupancy

Existing

5. REQUIRED ADDITIONAL INFORMATION

The following required information has been included with this application (check as appiicable).

A check made payable to the Indiana Department of Homeland Security for the appropriate amount. (see instructions)
[ One(1)setof plans or drawings and supporting data that describe the area affected by the requested variance and any proposed alternatives.
B Whritten documentation showing that the local fire official has received a copy of the varfance application.

BJ  wWritten documentation showing that the local buifding official has received a copy of the variance application,

6. VIOLATION INFORMATION
Has the Plan Review Section of the Division of Fire and Building Safety issued a Correction Order?

[ Yes (If yes, attach a copy of the Correciion Order.) I No

Has a violation bean lssued?

Yes (If yes, aftach a copy of the Violation and answer the following.)
Violation isstied by:

[] Local Building Department

INe

[X] State Fire and Building Code Enforcement Section ] Lecal Fire Depariment
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7. DESCRIPTION OF REQUESTED VARIANCE

Name of code or standard and edition involved Specific code section

Sec 903.2.1.2 - 2008 Edition IBC 675 1AC 13-2.5

Nature of non-compliance (fnclude a deseription of spaces, equipment, efe. invoived as necessary.)
SUMMARY

In 2013, the State Commission approved the plans for construction of the sprinkler system for a remodeling project to convert an
existing department store building at 107-109 North Broadway Street in Greensburg, indiana into a tavern and restaurant. The building
had been used as a depariment store for decades. The applicant had an existing restaurant and tavern about a block away. Depending
upon the price of the department store building, the applicant sought to move his existing restaurant and tavern into the department
story building. The purchase of the department store building was contingent upon obtaining all permits necessary to use the
department store building for this converted purpose.

In May, 2013, the restaurant owner submitted plans and diagrams to the state Commission and the City of Greensburg that includes
plans for the sprinkier system. Those plans should be on file with both this Commission and the City of Greensburg. The Cormmission
issued State Form 41181 on June 10, 2013 aflowing the remodsiing and the installation of the sprinkler system to begin. The City of
Greensburg also issued a building permit for the remodeling on June 10, 2013.

Thereafter, the Commission issued supplemental State Forms 41191 concerning the sprinkler system on July 10, 2613 and August
10, 2013. Copies of the Greensburg building permit and each of the Commission’ Form 41191, are incorporated in the statements
attached.

The construction of the sprinkler system was inspected by the Commission on a number of occasions, changes were made,
accordeing to Form 41191 as instructed by the Commission. After the remodeling was completed and inspected by both the
Greensburg City Fire chief and an inspector from the Commission, the City of Greensburg issued an occupancy permit on October 22,
2013.

The owner has not changed or modified the original installation of the sprinkier system or any other fire safety requirement in any
way since Oclober 22, 2013. Since then, the building has been routinely inspected by the Greensburg City Fire Department.

A few months later in early, 2014, the owner applied for an "entertainment permit" from the Commission. Subsequent
continuations of the "entertainment permit” were again again in 2015 and in 2016. Each application required an inspection by the
Commission. Each time, a representative of the building Commission inspected the premises. Each time, the Commission issued an
entertainment permit, State Form 42253 which declared "the premises do comply with the fire safety requirements as prescribed".

However, on July 25, 2017, four years later, during an inspection for a renewal of the entertainment permit, a Commission inspector
issued a violation that demanded substantial and expensive changes to the sprinkler system from the originally approved and
previously approved and installed according to Commission specifications.

If such inspection order is [awful , then this variance request asks for variance of all regulations and standards claimed in the
July 25, 2017 necessary for the building and existing sprinkier system, as installed in 2013, so that ihe existing building and sprinkler
system is lawful and without any violations, as alleged on July 25, 2017 inspection report.

* SEE ATTACHED STATEMENTS #1 AND #2 with Documents..

8. DEMONSTRATION THAT PUBLIC HEALTH, SAFETY, AND WELFARE WILL BE PROTECTED
Select one of the following statements:

Non-compliance with the ruke will not be adverse to the public health, safety or welfare; or

[] Applicant will undertake alternative actions in lieu of compliance with the rule to ensure that granting of the variance will not be adverse to
public heaith, safety, or welfare. Explain why alternative actions would be adequate (be specific).

Facts demonstrating that the above selecied siatement Is true!

The restaurant has been open and operating since October, 2013 relying upon a sprinkler system and design approved by the
Commission and also the Fire Chief of the City of Greensburg. The existing system provides complete coverage of all buillding areas
used by the public or for which the public has access.

As a result of the remodeling in 2013, the installed sprinkler system provides new fire safety in an existing building used by the public
that never had a sprinkler system prior to the 2013 remodeling.

The fire supression system in the kitchen and food preparation area has a fire sprinkler and a fire suppression system that is
frequently inspected, tested and meets all current fire safety standards and regulations, without objection

The public access and use of the building is on a GROUND floor that has easy and quick public entrance and exit without any steps,
hall, or diversions for the public to leave the building in an emergency. The public has multiple and obvious ground level exists
immediately onto the public sidewaltk without any steps or diversions that would slow an emergency exit, even if the sprinkler system
should fail.

The restaurant and tavern has changed is policy and does not allowany tobacco smoking in any part of the restaurant. The public
has no access io the 5,000 square feet, as complained in the inspection report. This area was used as storage when the building was
a depariment store, and in 2013, inspectors said that since the use in that part of the building had not changed, installing a sprinkier
system in that area was not required.

*SEE ATTACHED STATEMENTS #1 and #2 with DOCUMENTS..

9. DEMONSTRATION OF UNDUE HARDSHIP OR HISTORICALLY SIGNIFICANT STRUCTURE

Select at least one of the following statements:
imposition of the rule would result in an undue hardship (unusual difficufty) because of physical limitations of the construction site or its utility services.
tmposition of the rule would resuit in an undue hardship (Unusual difffcufty) because of major operational problems in the use of the building or structure.

Imposition of the rule would resuit in an undue hardship (unusual difficufty) because of excessive costs of additional or altered construction elements,

UK KK

Impaosition of the rule would prevent the preservation of an architecturally or a historically significant part of the building or structure,
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Facts demonstrating that the abave selected staternent is true:

If the July 25, 2017 inspection report is lawful and requires the extension of the sprinkler system over another 5,000 square feet, the
cost will be in the 10s of thousands of doliars. It may require changes in the water supply sysem fo the building which would be another
extraordinary expense.

Construction of any extension of the sprinkler system would require the restaurant to completely turn off the building water supply
and | completely close the restaurant during installation and inspections.

10. STATEMENT OF ACCURACY

i hereby certify under penalty of perjury that the informatien contained in this application is accurate.

Signature of applicant or person submitting application Please print name Date of signature (month, day, year}
Louis Caperone, President
Signature of design professional (if spplicable) Pleage print name Date of sighature (month, day, year}

11. STATEMENT OF AWARENESS (If the application is submifted on the applicant's behalf, the applicant must sign the following statement.)

i hereby certify under penalty of perjury that | am aware of this request for variance and that this application is being submitted on my behalf.

Date of signature (month, day, year)

Signature of ap;yf'én Please print name
o % K’://z/w L (imgfow [2-26-17

L™

/

Page 2 of 2



State of Indiana
Indiana_Department of Homeland Security
Code Services Section, Room W246
Fire Prevention and Building Safety Commission
302 West Washington Street
Indianapolis, Indiana 46204

In Re: The Beach Tiki Bar & Grill, Inc
Variance Application #
Statement #2 Attachment
Form 44400

Variance Attachment
Statement #2

The Beach Tiki Bar & Grill, Tnc., Petitioner, by its president, Louis Caperone, files this
attachment to its Variance Application, Form 44400, as Statement #2.

1. For a number of years prior to March, 2013, the Beach Tiki Bar & Grill, Inc (hereafter
“Caperone”) operated a restaurant and tavern on the southeast comer of the Courthouse Square in
Greensburg.

2. For decades, “Minear’s” operated a public retail department store on the west side of
the Courthouse Square at 107-109 North Broadway Strect, Greensburg, Indiana (hereafter,
“building”) but it closed in 2012. As a result, the owners wanted to sell the Minear’s Department
Store building.

3. The department store operated a retail sales business on the ground floor of the
building. The building had a mezzanine that had once been used for sales but had been
converted entirely to storage space. The mezzanine was not enclosed and was open from the
ground floor to the ceiling at both its front and back. Access to the mezzanine was by stairways
at the front and back of the mezzanine from the ground floor.

4. Caperone was only interested in buying the building if he could move his existing
restaurant and tavern into the department store building. He consulted with Greensburg’s city
engineer and the Greensburg Fire Department chief for instructions on the requirements and
remodeling changes necessary to comply with all remodeling requirements for the change in use
of the building.

5. Caperone hired James A Fritsch, Indiana licensed Architect, AR00900082 as the
architect and engineer from Batesville, Indiana to draw plans for remodeling changes that
complied with all building code, regulations, ordinance and laws that applied to the project.
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6. In April and May, 2013, architectural plans and diagrams for the building remodeling
were submiited to the state Commission and the City of Greensburg who should have copies of
those plans on file.

7. On June 11, 2013, the state Commission issued a “Construction Design Release”
stating that the “project has been reviewed under the 2008 Indiana Building Code” and instructed
that “detailed plans and specifications of the fire suppression system shall be filed with the
required application and appropriate fees....” A copy of that state Form 41191 is attached
herewith as Exhibit A, Statement #2

8. The city engineer of Greensburg had also review the remodeling plans, specifications
and diagrams. On June 11, 2013, the City of Greensburg issued a Building Permit#1257 for the
building remodeling to begin. A copy of that Permit is attached as as Exhibit B, to the variance
attachment..

9, As instructed in Exhibit A, RLS Consulting, LLC was employed to prepare and
detailed plans and specifications for a sprinkler system for the premises and submit them to the
Division of Fire and Building Safety. Caperone complied with the Commission’s instructions in
the Construction Release issued, June 11, 2013, described previously, as shown in Exhibit A,
attached.

10. In June and July, 2013 the sprinkler system was installed as approved. After
inspection, the installation of the sprinkler system was approved with exceptions. See state Form
41191, dated July 10, 2013, Exhibit C attached. Under that release, the Commission instructed
that the sprinkler system be tested and that the system must be enlarged and extended into the
bathrooms, a hallway and an area that contained the mechanical system.

11. In July and August, 2013, the sprinkler system was tested and extended as instrucied
into a hallway, bathrooms and into the mechanical room. Those changes were inspected, and the
project was partially released with an exception. Inspectors decided that the water supply from
the city water utility line to the building was not large enough. So thereafter, plans for the

enlarged water supply were submitted and approved and a new water supply for the building was
installed.
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12. The time line of factual events concerning the building sprinkler system are

summarized as follows:

May, 2013
Remodeling plans for the building were and filed for review by the Commission;

June 11, 2013
See attached State Form 41191, Exhibit A, attached
- “The profect had been reviewed under 2008 Indiana Building Code.” .
- “Automatic sprinkler system shall be installed....
- “Detailed plans and specification of the fire suppression system shall be
filed, etc...”

June 11 to July 10, 2013
Sprinkler system design and plans filed with the Commission.
Sprinkler system installed, according to plans.

July 10,2013
See attached Form 41191, Exhibit C, attached.
“The plans, specifications ...reviewed for compliance... The project is released for
construction subject to ...listed below.”
-“All sprinkler heads.. tested;
- “Concealed spaces...bathrooms..protected by automatic fire-suppression
system...
-“Fire Department connections shall be in accordance with.....

July 10 to August 21, 2013
Sprinkler system, per plans, was tested.

Sprinkler system was extended into the bathrooms, back hallway and
into the back mechanical room, as directed,

August 21, 2013
See attached Form 41191, Exhibit D attached.
“The plans, specifications ...reviewed for compliance... The project is released for
construction subject to .. listed below.”
- “This is a partially submitted and released project.....
- “Water supply piping shall be designed and sized in accordance with...,

August to September, 2013
Plans were submitted for a new larger water supply system to the building
A new, larger water supply system was installed for the building.

QOctober 22,2013
A full certificate of occupancy permit was issued by the City of Greensburg, copy

attached.
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IN SUMMARY, the building’s complete sprinkler system installed under the
Commission’s directions and was inspected numerous times in 2013 during remodeling
construction by representatives of the Commission. After those inspections, the Commission
instructed changes in 2013. Caperone complied with all of those change as instructed, as shown
by State Forms 41191.

An inspector of the Commission in July, 2017, is not empowered to direct changes in the
building sprinkler system, that complies with the Commission’s approval 2013 and after the
building sprinkler system has been approved by Commission inspectors on three previous
inspections in 2014, 2015, and 2016.

The sprinkler system has not be changed or modified in any since its Commission
approval and acceptance in 2013.

The Beach Tiki Bar and Grill, Ine., Petitioner
107 North Broadway Street, Greensburg, Indiana 47240

B -

y ‘/' o B e P
Lé’ﬁf; Caperoo;{/ resident and Owner
Telephone:

Onthis _Zf 7 day of e Cent i 7 , 2017, the undersigned, as
representatives of the Petitioner, hereby affirms and representsthat the statements in this

Petition are tru%gg to the best ability and information of the undersigned.
7
. r," - 7.

Lowis Caperopé’

Attachments:
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Division of Fire and Building Safety
Indiana Department of Homeland Security
State of Indiana

In Re: Variance Application #

Statement #2
EXHIBIT #A

State Form, 41191,
dated June 10, 2013
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| Release date |

o STATG Project number
"8, CONSTRUCTION DESIGN RELEASE | 364946 | 0611113
"".; : State Form 41191 (R9/5-88) Construction type Occupancy classification
=" Report Printed on: June 11, 2013 v.B. SPK A2, REM
. ims . Scape of release
Indlana Department of Homeland Security . IND‘AN_A 0__2 ARCH ELEC
DIVISION OF FIRE 8 BUILDING SAFETY '
PLAN REVIEW DIVISION Type of reloase
402 W. Washington St., Room E245 ‘ 7 Standard
Indianapolls, IN 46204 Availakile AI Your anli I-lelm:e Branch | Project name
To: Owner / Architect / Engineer SUPPORT HOOSIER SAFETY | pgact; Bar Restaurant Remodel
Fritsch Architect / Deveioper
James A Fritsch AR009C0082 Strast address
410 N Wainut St 107 N Broadway 5t
Batesville IN 47006 oy Couniy
oun
ax & e-mali; 5129346560, Jim@jamesfritscharchitact.com Greenshurg DECATUR

The plans, specifications and application subrmifted for the above referéncaed project have been reviewed for comphianice with the appiicable rules of
mmission. The project is released for construction subject to,

the Fire Prevention and Bullding Safaty Co
Histed batow. THIS 1S NOT A BUILDING PERMIT. All required {ocal permits and Hicen

but not necessarily iimlted to, the conditions

sas must be obtained prior to beginning constnuction work. All

construction work must be in full compliance with alf applicable State rules. Any changes in the released plans andfor spacifications must be filed with

and releasad by this Office bafore any work is altered, This release may be suspand
of any rules of the Commission or f it I based on incommect o insufficient Information

ed or revoked if It is determined to be issuad in emor, in violation
. This release shall axpire by limitation, and become null and

void, if the work authonized is not commenced within ona (1) yaar from the above date.

CONDITIONS:
Note :(A1A & A1B):

In accordance with the affidavit sworn under penalties of perjury in the application for construction design telease the plans

and specifications filed in conjunction with this project shall comply

with all of the applicable rules and laws of Fire Prevention and Bullding Safety

Commissicn, Providing false information constitutes an act of perjury,

in accordarce with Section 19 of the Genaral Administrative Rules {675 IAC 1
- exaclly to the design that was releasad by the offica of the state bullding comm

copy of the design release.

apB

880903212
903.2.1.2, IBC {675 JAC 13-2.5).

4GOB03AE
application and appropriate
675 I1AC 13-1-8. (N.F.P.A. 13)

NOTE: This release is for enclosing

which is a Class D felony punishable by a prison term and a fine up to $10,000.

2-6-19) a complete set of plans and specifications that conform
Issioner shall be maintainad on the construction jobsite as well as a

This project has been reviewed under the 2008 indiana Building Code.

An automatic sprinkler system shall be installed in A-2 occupancies in accordance with Section

Detailed plans and specifications of the fire suppression system shall be filed with the required
fees in accordance with 675 IAC 12-6-3(a), 675 IAC 12-8-7(g)(17), and

the kitchen and cooler only.

Pieasa be advised that If an administrative review of this action Is desirad, a written patition for review must be filed at the above address with the
Fire Prevention and Building Safety Commission identifying the matter for which & review ls sought nio later than sighteen (18) days from the above -

stated date, uniess the eighteenth day falls on a Saturday, a Sund

choose to petition, and the before-mentionad procedures are followe
be conducted by an administrative law Judge of the
be final, and you must comply with its requirements.

ay,
and Bullding Services is closed during nommal business hours. In the [atter case, the
d, your petition for review
Fire Prevantion and Bullding Safety Comm

a legal holiday under State statute, or & day in which the Department of Fire
flling deadtine will ba the first working day thereafter. If you
will be granted, and an administrative proceeding will

ission. Ifa petition for review is not filed, this Order will

Filed By Cods review official
ROBIN PHILLIPS
Address (nametitle of local official,street,city,stale and ZIP code
PLAN DIRECTOR
Gary Murray
304 W WASHINGTON STREET
GREENSBURG, IN 47240

Fax & a-mail; 8126626025, gmumay@cityofgreensburg.com

Siate Bullding Commissione ; : T \

State Fire Marshal X#/—M/
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Division of Fire and Bﬁilding Safety
Indiana Department of Homeland Security
State of Indiana

In Re; Variance #

Statement #2

Variance Application
Exhibit B

City of Greensburg Remodeling Construction Permit
dated June 10, 2013
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Division of Fire and Building Safety
Indiana Department of Homeland Security
State of Indiana

In Re: Variance Application #

Statement TWO
Variance Application
Exhibit C

State Form 41191
dated July 10, 2013
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Would you like to reduce your turnaround time?

ELECTRONICALLY FILE YOUR PROJECT WITH STATE OF INDIANA at hitp:/fwww.In.govidhs/2650.htm.
This on+ine filing is through a secure site, you can use it to submit your project Informaticn, pay the fees and upload your project plans.
Project number Release data
CONSTRUCTION DESIGN RELEASE | 365655 07/10/13
State Form 41191 (R9/5.88) Construction type Gomupancy classification
Repott Printed on: July 10, 2013 V-B. SPK A2 REM
I Scope of release
1diana Depariment of Homeland Security  INDIANA i SPK
HVISION OF FIRE & BUILDING SAFETY F Al E‘ I
'LAN REVIEW DIVISION s g 17 Type of release
02 W. Washington St,, Room E245 T onin SARTY fhad Standard
nelanapolis, 1N 46204 Avalfabiu At Your Loca! Licance Branch | Project name
»: Ownar | Architect / Enginear SUPPORT HOOSIER SAFETY Beach Bar Restaurant
LS Consulting LLC Sprinkler Submittal
ick Spence Street address
368 Chesapeake Dr E 107 N Broadway St
idianapolis IN 46236
Cliy County
£ & e-mall; , ricklspence@yahoo.com Greensburg DEGATUR
project have been reviewed for compllance with the applicable niles of

8 plans, spacifications and application submitted for the ebove referanced
| Fire Prevention and Bullding Safely Commisslon. The project is released for construction subject 1, but nat necessarily limited to, the conditions
alned prier to beginning constructlon work. All

ed below, THIS 18 NOT A BUILDING PERMIT. All required locai permits and licenses must be obt
e5. Any changes In the releassd plans andfor specifications must be filed with

astruction work must be In full compliance with ail applicable State rul
be suspanded or revaked If it I8 determined to be Issuad in emor, in violatlon

§ raieased by this Office before any wark (s altered. This relesse may
any nulae of the Commission or If it Is based on Incatrect or Insufficient information. This release shall expire by limitation, and become null and

id, if the work authorized is not commenced within one (1) yeer from the abiove date.
INDITIONS:

fthe General Administrative Rules (875 1AC 12-8-19) a complets set of plans and apacifications thal conform

ascordance with Section 180
Intained an the construction jobsite as well as &

wctly to the deslgn that was released by the office of the state bullding commiseioner ghall be ma

spy of the design release.

10FQ323 Al sprinkler heads shall be listed, approved, and tested for a given appiication in accordance with
the provisions of Section 3.2.3, NFPA 13 (675 |IAC 28-1-5).

{0F0815 Concealed combustible spaces, electrical rooms, closets, bathrooms, wardrobe units, and canoples
shall be protected by the automatic fire-suppression system In accordance with Section 8,15, NFPA

13 (875 1AC 28-1-5).

10F03814 Fire depariment connections shall be in

(675 IAC 28-1-5).
Plaass ba adviged that if an administrative review of this action is desired, & written petith
Fire Pravention and Bullding Safety Commisaion [dentifying the maltar for which a review s sought no lafer than elghteen {18} days from the above -

stated date, unless the elghtaenth day falls on & Saturday, a Sunday, a legal holiday under State statute, or a day in which the Department of Fire
and Building Services Is closed during nammal businegs hours. In the iatter case, the filing deadiine will be the first working day thereafter. If you
choose 1o petilion, and the bafore-mentioned proseduras are followad, your petition for raview will be granted, and an administrative proceeding will
ba conducted by an administrative law judge of the Fire Prevention and Building Safaty Commisslon. If a petition for review is not filed, this Crder will

pe final, and you must comply with iUs requirements.

Thad By Cods review officlal Siate Bullding Commilsslone
ROBIN PHILLIPS /I(

\ddress (hame title of local official,strast,olty,state and ZIP code

accordance with Sections 8.17.5.2 and 12.8.5 NFPA 13

on for review must be filed at the above address with the

PLAN DIRECTOR State Fire Marshal

Gary Murray
304 W WASHINGTON STREET ' WX’ M

GREENSBURG, IN 47240

Fax & a-mali: 8126626925, gmuray@cityofgreensburg.com
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Division of Fire and Building Safety
Indiana Department of Homeland Security
State of Indiana

In Re: Appeal of Fire and Building Enforcement Inspection Report Order
Cause DHS-1725 FPBSC 018

Statement #2
Variance Application
EXHIBIT D

STATE FORM 41191
dated August 21, 2013
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Would you like to reduce your turnaround time?
ELECTRONICALLY FILE YOUR PROJECT WITH STATE OF INDIANA at_http:/iwwwy.in.govidhs/2650.htm.
. This on-line filing is through a secure site, you ¢an use It to submit your project information, pay the fees and upioad your project plans.

Project number Release date
CONSTRUCTION DESIGN RELEASE | 364946 08721113
S & -
Repar it on: Aot 21, 201 Constriction 5%
- ' V-B, SPK A-2, REM
) 3 ] i Scope of release
Indiana Pepartment of Homeland Security | : INDIANA O ! PLUM
DIVISION OF FIRE & BUILDING SAFETY | . J
PLAN REVIEW DIVISION ;';i.u_‘ Typse of release
402 W. Washington St., Room E245 LA Partial
Indianapolls, IN 46204 iiaiasis it Ve Lol Cizenca Biinéh | Brajct name
To: Owner / Architect / Engineer SUPPORT HOOSIER SAFETY Beach Bar Restaurant Remadal
' James A Fritsch AR00900082 Street address
410 N Walnut St 107 N Broadway St
Batesville IN 47006 o T
ounty
Fax & e-mall; 8120346660, Jim@]amesfritscharchitect.com Greensburg DECATUR

The plans, specifications and application submitted for the above referenced project have been raviewed for compliance with the applicable rules of
the Fire Preventlon and Bullding Safety Commission, The project is releasad for construction subject to, but not necessarily limited to, the conditions
Asted balow. THIS 1S NOT A BUILDING PERMIT, All required local permits and licenses must be obtained prior fo beginning construction work. All
construction work must be In full compliance wiih all applicable State nules, Any changes in the released plans and/or specifications must be filed with
and released by this Office before any work is altered. This release may be suspended of revoked if it is determined to be issued in ervor, in violation
of any rules of the Commission or it It Is based on incarrect or insutficient Informetion. This release shall expire by limitation, and become null and
void, If the work authorized Is not commenced within one (1) year from the above date.

CONDITIONS:

Note :(A1A & A1B): In accordance with the affidavit sworn under penaities of perjury in the application for construction design release the plans
and specifications filed in conjunction with this project shall comply with all of the applicable rules and laws of Fire Prevantion and Bullding Safety
Jommission. Providing false Information constitutes an act of perjury, which Is & Class D felony punishable by a prison term and a fine up e $10,000.

In accordance with Section 19 of the General Administrative Rules (675 IAG 12-5-18) a complete set of plans and specifications that conform
exactly to the deslgn that was released by the office of the state building commiesioner shall be maintained on the construction jobsite as well as a
copy of the desigh release.

4G0B16A This is a partially submitted and released project. Subsequent submittals shall be accompanied by a
completed standard / partial form (ACDR) and proper fees in accordance with 675 |AC 12-6-15(c).

1208045 Water supply piping shall be designed and sized in accordance with Section 604.6 and Table 604.5,
IPC (675 IAC 16-1.4).
Plaase be advised that if an adminietrative review of this action is desired, a written petition for review must be filed at the above address with the
Fire Prevention and Building Safety Commission identiﬂying the malter for which a review Is sought no later than eighteen (18) days from the above -
stated date, unless the eighteenth day falls on a Saturday, a Sunday, a legal holiday under State statute, or a day In which the Department of Fire-
and Bullding Services is closed during normal business hours. In the latter case, the filing deadline will be the first working day thereafter, If you
choose to petition, and the before-mentioned procedures are followed, your petition for review will be granted, and an administrative proceeding wil
be conducted by an administraiive law judge of the Fire Prevention and Building Safety Commission. if & petition for review is not filed, this Order will
be final, and you must comply with its requirements,

Fiied By Code review officlal State Building Commissioner

ROBIN PHILLIPS @4‘ { {
Addrass (nametitle of local official street,city,state and ZIP code /(

PLAN DIRECTOR
Gary Murray State Fire Marshal

304 W WASHINGTON STREET : /%—é‘«uf”\/
GREENSBURG, IN 47240

Fax & e-mall: 8126626925, gmurray@cliyofgreensburg.com

Page 11



FIRE AND o S
CODE ENFOBE:J(I.tLEi:ﬁgT ‘"ﬁw%ﬁwﬁ :;H“"'M‘bﬁgw‘
INSPECTION REPORT -
ORDER wnatfom= ww. .00V
Identification Number Name of the flcmty o ' ' ”W"WWM—WWI%’J /’ﬂg
AE1830148 THE BEACH TIKI BAR & QRILL
Addrass of Property
107 N BROADWAY BT GREENSBURG 47240
" Emall
gharzant03@hotmall.com
inspection Category Inapeciion Type
ENTERTAINMENT PERMIT RE

INSPECTION

Name of the Inepector
£mail: wknaepple@idhs.in.gov

WALTER KNAEPPLE

Violations
e
RULE OR
INDIANA
VIO- CODE
LATION SECTION _
NUMBER VIOLATED DESCRIPTION OF VIOLATION
17
1 Bec. 604.5.2 For battery-powersd lighting, a power test of the 08/28/20
2014 Edition IFC | amaergency lighting equipment shall be completed annuaily. The power
673 IAC 22-2.5 test shall operats the smergency lighting for a minimum of §¢ minutes
and shall remain sufficisntly Iluminated for the durtion of the test.
on the rg snd EXIT lights arg
e mply with 80 min st L
} oa28/2017
.3 Ing space of not less than 3¢ Inches (762 mm) in width, 38
: m?:lﬁon IFC m&% m n dapth and 78 Inches {1,081 mm) in height shali be
875 IAC 22-2.5 provided In front of slectrical service nq_uipmnnt. Whete the slectrical
service equipment is wider than 30 inchos {162 mm}, the working
shall be not less than the width of the squipment. No storage of
any inaterials shail bs iocatsd within the designated working space,
Exceptions:
1. Wt:!r- other dimensions are required or allowsd by NFPA T0.
2. Access openings Into attic or underfloor arsas, which provide a
minimum clear apening of 20 Inches (309 mm) by 40 Inches (1,016
men}.
| paneis In arg bl v & stainiess steal table.
. i\ tic sprinkisr systam shall be provided for Group A-2 0B/28/2017
3 :::8 ?:ﬂ%o:lzlﬁc ::e:ll{:n":m wﬁm one of the following conditions exists:
875 IAC 13-2.5 1. The fire ares sxceeds 5,000 square feat (485 m2j;
2. The fire area has &0 occupant load of 100 or more; or
5. The fire area Is located on & floor other than the level of exit
discharge.
WWMMM
 {Degatur G 0IS) sl
]
ine lovel with egress onto
Soc. 1004.6 The occupant load 015 moz‘:ag:.c room or tm:'s oecupan: ;'oom or 032812017
4 ooa Edition IBC | area below shall be m:'-:!'";1 o be deslgned for the total oc oad, and
:15 IAC 1325 | the capacity of the oxits 8 sslgned for the total occupant load L
[ R o

Pagaiofd
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Code Services Section, Room W246
Indiana Department of Homeland Security
Fire Prevention and Building Safety Commission
302 West Washington Street
Indianapolis, Indiana 46204-2739

Variance Application #

Re: Application for Variance
by
The Beach Tiki Bar & Grill, Inc
Greensburg, Indiana 47240

Certificate of Service
of
this Variance Application

I hereby certify that I have served a complete copy of the attached Variance Application
by personal hand-delivery on the following:

Office of City Engineer
City of Greensburg City Hall
Greensburg, Indiana 47240

and
Fire Chief
Greensburg City Fire Chief
Greensburg City Fire Department
Greensburg, Indiana

on this 27th day o f December, 2017.

Signed, given and certified this 27th day of December, 2017,

The Beach Tiki Bar & Grill, Inc
Greensburg, Indiana 47240

4 Y

o
L
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T
o C—/’.;,-.:M

" Louis Cﬁiﬁémne, President



